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22, 2015, -y
' B ' LN TRIUCTI
This facility was first _Iii;e'rra-efd-as- Horfie fot the : ] B W
Aged on or about 1985 with an afidition S S g AlG §
completed in 1872 for a totel cappeity of . R : o 2
Sixty-Two (82) Beds. Based on tife above _ _ R
information, the facility ks requireq to meet the . . .
1971 and the applicable portions bf the 2005
Rules 108 NCAC 13F for the Ucgnsing of Adult
Care Homes, and, the 1967 Mot} Carolina State AR
Building Code - Section 516 - Ineffiutional - . o -

Docupancy. . I

| Deficianci=s wers nated which wil | require a new
plan of correction, | |

. |- .

© 101| Existing Licensed Fac-No less tfn 71 Rules | € 101

SECTION 0300 - PHYSICAL PLANT : e
1A NCAC 13F .0301  APPLICATION OF - :
. | PHYSIGAL PLANT REQUIREMERT S

| The physical plant requirementa f§ pr each adult
care home shall be applied as I‘ul s

(2} Except where otherwlse spedffied, existing
licensed facilities or porfions of elsting licensed
facilities. shall meet licensure andjode
‘requirements in effect at the time pf construction,
change In senvice or bed count, afidition,
renovation, or alteration; howeverfin no case shal
tha requirements for ary licensedifacility where
{ no addition or rencvation has bes made, be less
than those requirements found inffhe 1971
"Mirmum and Dasled Standardg|and
Regulations™ for *Homes for the Aed and Infirm",
coples of which are available at tHe Division of
Hezlth Service Regulation, 701 B rhnur Dirive,
Hal=igh, Morih Carclina, 27603 atfho cmt
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| e R _E' (s evidenchd by EXHAUST 7 Sm,’ | :
| This Rule s not met as evidency e PR -y )
1. Based on observation, the La] ndryeqmpmml _ E;_ﬁ/ﬂ‘” -"*7"" M -‘{ﬂﬁ- _ i
- © | was not maintained in accorda -': with the 2 g—rg_ 7 e R iz
- o-Builoding Code - - . @‘f?ﬁﬂ 24 . Tran B | o R
| Findings include: . 5 NI L,-"/ﬁ’ ,-:3 r.-E g f P T, ! R ST I
- | There is no makeup mrmldﬂd rlhe T Fyany & ;ﬁfﬂa‘ - | ASRL
| cammercial gas dryers in the-Lalfndry. @z e .d?-"?'f' e &ﬂ / qu{“_
' e afﬂ s
2. Based on.observation, the Exjf path from the ,q},_{d.q e g’x"j"' : "‘:'1 Egk&
* | building was mtrnaTntaJned in adrordance with WIRE DT -F"rK-'F .
the Building Gode. | - e TH & PIAEL O K A AL
Findings include; | . » E 6 @
The courtyard gate, in the path o legress, has a " | fak Earedceent
chain and padiock, (Plan of prot@ction to have ai S X 7 & . .
staff earry keys unfil ms.nhradj ' @ Have. A nl H i}uﬂ& . L.
| - Alaenr ADD 9™~
C 133 Bathrooms-Hand Grips, _ _ | c133 . Door E:?Gﬂ" 3 73 O
- SECTION 0300 - PHYSICAL PLINT . ) VAR [, o
104 NCAC 13F 0305  PHYSICH o _ h o
ERVIRONMENT | . . L H oYl 15"
fo el The requirements for ba;l_hm s and taiket Elﬂg A éﬂd’nﬁ Sﬁﬂ [?r'"- - L'F
| rooms are: : : . A
| (6) Hand grips shall be installed §t al ADDe D
commaodes, tubs and showers uspd by or
| accassible to residents;
This Rl is not met as eyide el by |
| 1. Basad on observation, the co ﬂ-nrhafh.rm . .
.| was nol malntained in a safe manher, :
Findings include; T -
|| The corrider bathrgom near reomf1 7 on the el
fronl wing has no grab bar at the ilet
£ 140 Linen Storage-Separate Clean & $oiled 140 I
SECTION .0300 - PHYSICAL PLA 1
livzion of Heallh Sarvics Feguation -
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€940 Gontinued From page 2
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10A NCAC 13F 0305  PHYSIdy o

| ENVIRONMENT _ e
~1 {0 The requirements for stl:ra drooms and AL '5-.3?"! e
closets are: CanTAMTE S

o {2)Linen Storpge. El;ura.gga o ghau be -

. | adequate in size and’ P:erd:-e;- forfseparate :

" | storage of clean linens and tepagate storage of
soited linens. Access to soiled lijen s'cumge shail
be from a eorridor or laundry roo)

This Rule Is not met as evidencd by: :
1.1, Based on ubsar'u'atu:rn, the pal ufml"ecliun
o o[ eontrol was not maintained nafe '

| Findings Include; - ' : O Ty
| The path ﬂf&ﬂ”E‘d linen Ihmugh i@ \h"aahlng and e . C
drying 2reas was not being mainfained to prevent

oross contamination because soffed dnd uhsolled
containers were miked 'Eug-athar d not clearly .
labeled. ° 8 _ '

G 15I1 GmridulE-Frﬂuufaqumeﬂa Al

structions C 150 ,n::) Egﬁ‘i— ELIRT

SECTION 0300 - PHYSICAL PLANT TReEmMovED A

10A NCAT 13F 0305 PHYSICRL - Lol L Ba widia
ENVIRONMENT . : ' 1Hl
(@) The requirements for corridofl are: @ L ASTVC VWAL t-‘ :
“{4) Corridors shall be free of all ghuipment and ' = ALMS T t-’:-:I o

“{ other nhstur.lmns : ' ™ Eu{,“;ﬂ

aloBarn u-:':T

This Rule is not met as evidencefl by:
1. Based on observation, egress mm the
resident bedrooms was nnt mainfined salu ‘

egress in an emargency,
Findings includa:

a) Aplastic chain installed in t-‘nﬂ- ;
doorwayes was blocking egress frd)
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| (B} The building and all fire safe

b) Awhealchair being charged 4 u' a cart arn
blocking Ihe mdnr near room §9

SE{_:Trr:m L0300 - mmslcm_-p ANT
A0A NCAC 13F 0311 OTHER]
REQUIREMENTS

mechanical, and plumbing equip)

| eare home shall be maintained g a sate and

. .| operating condifion: |

| Findings incluede:

(k) This Rule shall apply to new find existing -
facilties with the excepticn of Palagrs
whith shall not apply to emsﬂpg '

. This Rule is not met as evidancdd by
| 1. Baeed gn observation, the buil

ing wes not
maintained in a safe manner by
the fire-resistance rating of byildl 19 components.
This would affect all residents by i mrrlrmnlng

smoke and fire in the room or smy
compartment of ohgin,

a. The back two wings have multle unprotected
penttrations in the rated walls an cElImg above
the: drop ceiling

b. The front two wings have mullifle unprotected
penatrations In the rated walls anl ceiling above
the drop ceiling [ : '

2. Based on observation, all ares .
malntained safe by tha use of barfe

Findings include;
Barrell bols were found In the fioll

ot malntaining -
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DEFICIEH ECHDED ! 1.
.Pmr: F'l%amm-nnummiﬂm Fmﬂu.h‘rm} FEEH 1 mngsﬂEFEmé Wﬁémm d e .
¢ 1_??9' Continued Fr'um paga 4 c _1!&-%} .. Bﬂ EJ&:: F'_. E} R !-:..a"J A‘-‘; 5 1‘1‘22;(1( ﬁ
' a) Room 24 bathroom door has | barrel] bpll . Egﬂmf.g&. S || I
which could cause a resident to fecome locked In . T aiEEy S | LR A
the: bathroam - 8) | Bacas ! EG-LIT vaest it | 7725
©- | b) Room 10 cerridor door has a Barrell bolt on e - I B
© | the carfidor side which could cay e afesidentto ). 0o EEI'T' ﬂ‘u-"":':" S EET et B
| became loéked Inside their rapmfl - 3@ LRl D &“" xT‘-f:-_’.f«" ta{_[:‘[t%_ -
3 Baaeﬂnnnbcaﬂvnunmh{'huumgwasnut | u,jj.i_}_ EE‘& LD 1.
‘maintained in a safe manner by bt maintaining - o
the fire-resistance rating of buildiflg components. L"ﬂr .f,_,-""}";,f e E&leJ :
.0 | This would affect all residents by 0t containing i '
" .| smuke and fire in the room or smipke R ﬁ?ﬂwﬂfiﬁ i{;[E
ﬂﬂmpﬂhliﬂrﬁﬂfmfﬂln *j&__-__l Efn,_.ﬂs v H‘ f_",‘ ES Ir% .
Findings include: o e BE ReEPLACED
.1 &, Room 20 has an unprotectad ailpgrmh'at'rnn . - S & -
by a phone wire. _ | W iTH -F'__EF.JE ~RATED
b. Room 31 hasaﬁlﬂsﬁE wall patith on the ’ ™ MaTe (L : l .![ll'."ll'ﬁ'.
corfidor wall o E‘fﬁf-___, T T Ao Al 'ﬂ }‘a"ﬁ—“-"-"" o _“'
_ | L'«J'-J‘-'I—JEEE 128D o
. Thé washing machine room hag a section of _ _
damaged gypsum behind the wa ger #3‘_{‘3} THe C‘:,n:.nf,?_‘:-f_n'?'_' Ll A2 lﬂ-‘],l'r‘llf:.
d. In the storage room near room fI0 a conduit is SRALED LI FrR
making an unprotected penetratigh in the comridor "
wall Emb Tﬁm 2 A LS
These unprotected openings are fot in :'.-La AR E:LP':Ml'i: AN ,r{ m-.”._ 1&41&[5 :
conformance with the requiremeny] to use a B :
through penetration fire stop systgm that has Be [N—"—*l AR = %u
.| been tested in mc:_:rdannauﬂth TM .E-B14 ,: ' E"F = EF‘ C.
4. Based on observation, the buifling electricl 5
system was nol malntained to kegp the facility
Bafe, [
Findings Includes: _
Electrical panel E, in the hot watedl/ electrical
rooim, hes an open space,
Rnslon of Heallh Service Regulation -
ITATE FOFM b 10TW21 If nahool & of
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.ANfi FLAM OF CORRECTION IDEMTRE » :HIJF.HEH_ A.E_lbl-!:!lﬂ-iﬂ-
rimﬁEbri'PnnmnEH OR SUPPLIER sm&-r.-.uﬁnsss ::rn' mTE a-mur "
i ' 602 PINEY GROVE ROAD :
- THE BRADFORD VILLAGE OF KERNERSY | KERMERSVILLE,NG 27284 3
oo | EUMMARY STATEMENT OF DERJCIEMCIER |'u'“--] " PROVIDER'S PLAMN.
PEEFIX - [EACH DEFICIEMCY MUST BE PRECEDFD BY FuiL PREFIX |, (EACH CORRECTIVE
TAG REGULATCHY OR LSC IDENTIFYING i . TAG ° -:Fmaﬁ HEFEHEHJ:EEI . DATE |
S N RN DEF 1l It
€189 Continued From page 5 % 185 LEEHT EULE _ ey /23S
1| 5. Based on cbservation, the inthricr bullding | & ﬁ“‘”’“ﬁﬁﬁ cEl T (e ot |
g cnmpunml:V.WHEMmaiFﬂai__.- , PP QJ;LLJEE Ee ,a;]-::' f‘.-:: /| N
| Firidifigs inolude: ;‘.;,ﬁ[j:_ c:m:}n:;:sw Bt W.ﬂf I |7/22/is].
< | a) Lights are not working Inthur am azaruarad : R I
| bathroam, : | 5&{._,#.‘?5"._& . .. LI
b) Cefling tiles are damaged in 1fje mmdu-.near ’?@ Lid & ,q,.;r_,-:-—' Laje Al | ASAF
room 12 = AW | S
. . oo Free A1 Co b il
6. Based on cbservation, the bullding was riot C bt e J | | S T 1%
. maintained in & safe manner by fnproper storage | . {"H _.r::.if_. £ ?’-Hﬁ'.?_f_ i
of mygen eylindera. This would all | BE . Cleaorel -4 M s
residents by potentially expoding fihé tuhmﬂs . E) ' - L (1N
_ fr'nmnnmh.u'ndnyﬁ'ndﬂ. S _ tr»J-E DR by i e r.—».:r!-. LAy 3 ﬁ%ﬂfﬂ
' N a1 ~ | P
| Findings include: F’fﬂﬁﬁd EM I:d ! rlI’-,|
| &) Room 5 has an unsecured oxfgen baotile ﬁﬁﬂug A ﬁfﬁﬁ‘ﬂ*.: |{IN toflelS
. - . . I‘ )
7. Based on cbservation, the HEAC system was <kur s
not maintained In a safe manner o E]-ELWH Z}?{t-f-
. . e AlAgs] aovisatidy.
Findings include: )
a} The sample tubes on the ducdetection units
are covered with dust.
b) The air handling equipment diffl fict shot ﬂl:m'n
when the alarm activated,
€181 Unventsd'& Portable Elec, s Profiibited | €181 h
SECTION 0300 - PHYSICAL PLANT l
10A NCAC 13F .0311  OTHER | :
1 RECGIUIREMENTS [ .
{b} Thers shall be a heating systm sufficient to
maintain 75 degrees F (24 degrogs C) under
winter dealgn condifions. In addifon, the .
following shall apply | to heaters arfi cooking 4
appliances.
12} Unvented fuel buming room Heaters and
Siwisian of Heallh Service Reguialion i
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() 1. EURMARY STATEMEMT OF DE i CIES: i F - i '| © PROMIDERS FLAN
PREFIX |~  (EACH DEFICIENCY MUST BE PREGEDED BYFULL £t FREFDC: [ . (EACH CORRECTIVE

©OTAE o REGULATORY OR LSC DENTIFYING T FORMATION] /%, T hnﬁﬁﬂ-ﬂ;EﬁgﬁEgEEE
c 19| Gontinued From page .. -

' 1'n1__3®=:_ £ fi:f*i’?ﬂ c. -

portable electric heatars are profjibited: -« : : L
(K} This Rule shall apply o fiewand existing Be Remove redm, :
| facilitios with the exception of Pdtagraph (g) Euwtipiares, b .
| which shall nol apfily to existing Reciities. ;.. h\l RN | : .
Lo SRR B eceerrie iraTeR L
This Rule is not met as evidenchd by: o ' L Ll S
1. Based on observation, the fagility was not- L SRE PEmMa/YIR T .
maintained In accordance with e Codes in effect e 2 L DA EI—"’{K{'}J
at the: time the faciilty was first lidensed. FE FHJE Ry | ' '
- | Findings include: | |
FPortable electric heaters were fafind in the
following locations: - il _
a) Office Storage &t room 8, |
‘b) Office at frond lobby .
G180 Exhaust Vientilation C 168 X
SECTION .0300 - PHYSICAL PLINT '
104 NCAE 13F-0311  OTHER | 1
REQUIREMENTS .
"1 (3} The spaces listed in this Pardgraph shall be
provided with exhaust ventilation ft the rate of
bera cublc feet per minute per squbre foot. This
requirernent does not apply to fadiiitias licensed
before Aprll 1, 1884, with natural fentilation in -
these specified spaces:
(1) soiled linen storage: ;
| {2) bathrooms and toflet rooms:
| {4) housekeeping closets; and |
(5) laundry area. _
(k) This Rule shall apply to new ghd existing
facilities with the excepfion of Parggraph (m)
which shall not apply to existing fdcilities.
'| This Rule is not met as evidencaf] by: -
1. Based on cbsenvaticn, machs Nl ventilation [ |
was not providad In acecrdance with the Rules in I
iiwiatan of Fowih Service Hegutation |
TATE FORM o 10TWET b alias thoal 70 B
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